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Start of Survey

Manhole [S07KK1013MH]

Water Level 5%

 0.0 Ft 

Tap Factory Capped 0006 09 o'clock 32.4 Ft 

Water Level Sag 15% 53.5 Ft 

Tap Factory Capped 0006 02 o'clock 56.1 Ft 

Fracture Longitudinal  03 o'clock 63.0 Ft 

Tap Factory Capped 0006 10 o'clock 90.7 Ft 

Water Level 15% 91.6 Ft 

Tap Factory Capped 0006 02 o'clock [CAP IS BROKE] 92.9 Ft 

Water Level 05% 97.0 Ft 

Water Level Sag 15% 112.2 Ft 

Water Level 05% 118.0 Ft 

Roots Fine Joint 10 to 05 o'clock 123.0 Ft 

Deposits Attached Grease 08 to 04 o'clock 05% [S01] 134.8 Ft 

Tap Factory Active 0006 01 o'clock [DAGS 20] 136.7 Ft 

Roots Medium Joint 09 to 03 o'clock 10% [S02] 137.4 Ft 

Direction

Year Cleaned

P/O # 07KK1

Media No HL-C019

Date 2007/05/22

Setup 235 Surveyor ADS-JRE

Drainage HL-39

Street OAKMONT AVE 3701

Weather Dry

City BALTIMORE

Flow control Not Controlled

Location Light Highway

CatPurpose Routine Assessment

Use Sanitary

Shape Circular

Material Vitrified Clay Pipe

Lining

Total length 475.3 Ft

Height 8 Width ins

Joint length 3.0 Ft

Start S07KK1013MH Rim to invert 6.60 Ft

Finish S07KK1012MH Rim to invert 8.00 Ft

Downstream

Preclean J

Year rehabilitated

Additional info

Further location details

Structural

Miscellaneous

O&M

Hydraulic

Constructional

System Owner BALTIMORE CITY DPW

Year laid

Pipe Graphic Report of PLR S07KK1013MH             X Baltimore Cityfor

Certificate # U-1204-1862

Time 9:42

Survey Customer C0139

Grade to invert Rim to grade

Grade to invert Rim to grade

Length Surveyed 475.34

PipeLogix Inc.
Phone: 866-299-3150
Fax: 760-406-6023
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Tap Factory Active 0006 02 o'clock [DAGS 70]

Roots Ball Lateral 06 to 06 o'clock 95% [HEAVY GREASE IN ROOTS]
 144.6 Ft 

Roots Tap Joint 10 to 02 o'clock 25% 154.9 Ft 

Tap Factory Defective 06.0 02 o'clock [JOM, FM 7 8] 167.7 Ft 

Water Level Sag 20% 177.9 Ft 

Tap Factory Active 0006 02 o'clock 188.1 Ft 

Water Level Sag 50% 192.9 Ft 

Water Level 05% 206.6 Ft 

Tap Factory Active 0006 02 o'clock

Roots Ball Lateral 09 to 03 o'clock 70%
 211.3 Ft 

Water Level Sag 20% 224.8 Ft 

Tap Factory Active 0006 02 o'clock

Roots Medium Lateral 07 to 05 o'clock 45%
 231.6 Ft 

Joint Offset Medium 238.6 Ft 

Water Level Sag 20% 244.0 Ft 

Water Level 05% 253.8 Ft 

Tap Factory Active 0006 02 o'clock 257.9 Ft 

Tap Factory Defective 0006 02 o'clock [JAL] 275.1 Ft 

Direction

Year Cleaned

P/O # 07KK1

Media No HL-C019

Date 2007/05/22

Setup 235 Surveyor ADS-JRE

Drainage HL-39

Street OAKMONT AVE 3701

Weather Dry

City BALTIMORE

Flow control Not Controlled

Location Light Highway

CatPurpose Routine Assessment

Use Sanitary

Shape Circular

Material Vitrified Clay Pipe

Lining

Total length 475.3 Ft

Height 8 Width ins

Joint length 3.0 Ft

Start S07KK1013MH Rim to invert 6.60 Ft

Finish S07KK1012MH Rim to invert 8.00 Ft

Downstream

Preclean J

Year rehabilitated

Additional info

Further location details

Structural

Miscellaneous

O&M

Hydraulic

Constructional

System Owner BALTIMORE CITY DPW

Year laid

Pipe Graphic Report of PLR S07KK1013MH             X Baltimore Cityfor

Certificate # U-1204-1862

Time 9:42

Survey Customer C0139

Grade to invert Rim to grade

Grade to invert Rim to grade

Length Surveyed 475.34

PipeLogix Inc.
Phone: 866-299-3150
Fax: 760-406-6023
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Water Level Sag 25% 294.3 Ft 

Hole Void Visible 07 to 09 o'clock 298.1 Ft 

Tap Factory Active 0006 02 o'clock [DAGS 15] 298.5 Ft 

Water Level 05% 305.8 Ft 

Tap Factory Active 0006 02 o'clock 318.4 Ft 

Tap Factory Active 06.0 02 o'clock 341.2 Ft 

Water Level Sag 70% 342.7 Ft 

Joint Offset Medium 345.7 Ft 

Joint Offset Medium 351.5 Ft 

Tap Factory Defective 0006 02 o'clock [JOL]

Water Level 05%
 361.4 Ft 

Water Level Sag 25% 371.5 Ft 

Joint Offset Large 387.2 Ft 

Tap Factory Active 0006 12 o'clock 388.0 Ft 

Joint Angular Medium

Material change [PVC]
 398.1 Ft 

Material change [VCP] 407.5 Ft 

Direction

Year Cleaned

P/O # 07KK1

Media No HL-C019

Date 2007/05/22

Setup 235 Surveyor ADS-JRE

Drainage HL-39

Street OAKMONT AVE 3701

Weather Dry

City BALTIMORE

Flow control Not Controlled

Location Light Highway

CatPurpose Routine Assessment

Use Sanitary

Shape Circular

Material Vitrified Clay Pipe

Lining

Total length 475.3 Ft

Height 8 Width ins

Joint length 3.0 Ft

Start S07KK1013MH Rim to invert 6.60 Ft

Finish S07KK1012MH Rim to invert 8.00 Ft

Downstream

Preclean J

Year rehabilitated

Additional info

Further location details

Structural

Miscellaneous

O&M

Hydraulic

Constructional

System Owner BALTIMORE CITY DPW

Year laid

Pipe Graphic Report of PLR S07KK1013MH             X Baltimore Cityfor

Certificate # U-1204-1862

Time 9:42

Survey Customer C0139

Grade to invert Rim to grade

Grade to invert Rim to grade

Length Surveyed 475.34

PipeLogix Inc.
Phone: 866-299-3150
Fax: 760-406-6023
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Joint Offset Large 416.0 Ft 

Alignment Right 05%

Water Level Sag 15%
 424.3 Ft 

Joint Offset Medium 431.8 Ft 

Water Level Sag 30% 435.0 Ft 

Tap Factory Defective 0006 02 o'clock [JAL] 438.6 Ft 

Water Level 05% 446.1 Ft 

Water Level Sag 15% 458.3 Ft 

Deposits Attached Grease 08 to 04 o'clock 05% [F01]

Roots Medium Joint 09 to 03 o'clock 10% [F02]

End of Survey

 475.3 Ft 

 475.3 Ft 

Direction

Year Cleaned

P/O # 07KK1

Media No HL-C019

Date 2007/05/22

Setup 235 Surveyor ADS-JRE

Drainage HL-39

Street OAKMONT AVE 3701

Weather Dry

City BALTIMORE

Flow control Not Controlled

Location Light Highway

CatPurpose Routine Assessment

Use Sanitary

Shape Circular

Material Vitrified Clay Pipe

Lining

Total length 475.3 Ft

Height 8 Width ins

Joint length 3.0 Ft

Start S07KK1013MH Rim to invert 6.60 Ft

Finish S07KK1012MH Rim to invert 8.00 Ft

Downstream

Preclean J

Year rehabilitated

Additional info

Further location details

Structural

Miscellaneous

O&M

Hydraulic

Constructional

System Owner BALTIMORE CITY DPW

Year laid

Pipe Graphic Report of PLR S07KK1013MH             X Baltimore Cityfor

Certificate # U-1204-1862

Time 9:42

Survey Customer C0139

Grade to invert Rim to grade

Grade to invert Rim to grade

Length Surveyed 475.34

PipeLogix Inc.
Phone: 866-299-3150
Fax: 760-406-6023


